
Report Maintenance Event

Final Report

06/04/2020 10.00.00Event Date:

Problem in the pump 123456Description event:

hydrochloric acidLocation:

Team of executors:
Mechanicals

Date of Assignment: 4/6/20 11:00 AM

Date: 4/6/20 11:30 AM

Work Execution:

Date of Test: 4/6/20 12:00 PM

test performed successfully

Test:

Test Description:

General Description:

Check of the pump needed every 1 month.

Final comments:

Team:

New pump installedWork Description:

Hydraulic nickel pipe Hydraulic nickel pipe

Mean of transport: null

Used Materials:

11/05/2020 16.16.33Date time:

Sign:


